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OMIT ALL IMPROYEMENT EXCEPT FOR FIRE ALARM,
FIRE SPRINKLER AND SEISMIC JOINT AT DEDUCTIVE 4.

FIRST FLOOR PLUMBING REMODEL PLAN
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KEY NOTES
(1) REPLACE (E) WATER CLOSET WITH RETROFIT HEIGHT WALL
MOUNT WATER CLOSET.
(2) REROUTE WATER CONNECTION TO OPPOSITE SIDE OF WATER
CLOSET. ROTATE FLUSH VALVE AROUND 122° 8O VALVE
HANDLE 18 AT THE WIDE SIDE OF STALL.
A A B C.1 C D E 3 (3) REPLACE (E) WALL MOUNT URINAL WITH UFAS COMPLIANT
MODEL.
(4) PROVIDE AND INSTALL (TRUEBRO HANDI LAYV-GUARD *o2W
OR EQUAL) INSULATED RUBBER WRAP ON P-TRAP AND
ANGLE STOP ASSEMBLIES UNDER LAVATORY.
e = 1} 1 (&) REPLACE (E) SINGLE HEIGHT ELECTRIC DRINKING FOUNTAIN
= L e = i s WITH DUAL HEIGHT REFRIGERATED DRINKING FOUNTAIN,
- EQUIPMENT
- 24" CONDENSATE DRAIN IN ATTIC, SLOPE DOUN %" PER FOOT,
i CONFERENCE * a2 | © DROP DOUN INSIDE WALL AND CONNECT TO TAILPIECE AT
ROOM LAVATORY.
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